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RESUMEN 

La presente investigación se denomina “Evaluación y mejoramiento del sistema de 

abastecimiento de agua potable del caserío de Huaraz Jirca, distrito de Independencia – 

Huaraz – Ancash – 2021”, el problema de investigación fue la inadecuada operación, 

mantenimiento y funcionamiento del sistema de abastecimiento de agua potable lo cual 

incide de manera negativa en la condición sanitaria de la población. Para dar solución a este 

problema se formuló como objetivo desarrollar la evaluación y mejoramiento del sistema de 

abastecimiento de agua potable del caserío de Huaraz Jirca para la mejora de la condición 

sanitaria. El tipo de investigación fue descriptivo, enfoque cualitativo, corte transversal, de 

nivel descriptivo, diseño no experimental. La técnica aplicada fue: la observación no 

experimental, encuestas, entrevistas, documentación; como instrumento se empleó la ficha 

técnica de evaluación, análisis documental. Los resultados indican que el sistema de 

abastecimiento de agua potable no tiene la cobertura necesaria para la población las 

captaciones existentes no cuentan con válvula de control, las infraestructuras no cuentan con 

cerco perimétrico, el análisis de agua se encuentra dentro de los LMP; las letrinas se 

encuentran colapsadas afectando a la higiene sanitaria de la población. En conclusión, el 

sistema de agua potable se encuentra medianamente sostenible por las deficiencias 

encontradas para su mejora se propone un nuevo diseño de captación tipo ladera para cubrir 

la cobertura faltante, la implementación de cercos perimétricos, implementación de un sistema 

de desinfección (cloración) del agua, capacitación e implementación sobre la operación y 

mantenimiento del sistema abastecimiento de agua potable a la JASS. 
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ABSTRACT 

This investigation is called "Evaluation and improvement of the drinking water supply 

system of the Huaraz Jirca village, district of Independencia - Huaraz - Ancash - 2021", the 

research problem was the inadequate operation, maintenance and operation of the water 

supply system. drinking water, which has a negative impact on the sanitary condition of the 

population. To solve this problem, the objective was to develop the evaluation and 

improvement of the drinking water supply system of the Huaraz Jirca village to improve the 

sanitary condition. The type of research was descriptive, qualitative approach, cross-

sectional, descriptive level, non-experimental design. The applied technique was: non-

experimental observation, surveys, interviews, documentation; The instrument used was the 

technical evaluation sheet, documentary analysis. The results indicate that the drinking water 

supply system does not have the necessary coverage for the population, the existing 

catchments do not have a control valve, the infrastructures do not have a perimeter fence, 

the water analysis is within the LMP; the latrines are collapsed affecting the sanitary hygiene 

of the population. In conclusion, the drinking water system is moderately sustainable due to 

the deficiencies found for its improvement, a new slope-type catchment design is proposed 

to cover the missing coverage, the implementation of perimeter fences, implementation of a 

disinfection system (chlorination) of the water, training and implementation on the operation 

and maintenance of the drinking water supply system to the JASS. 

 

Keywords: Water supply, sanitary condition 

 


